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OLD MID—16 MODULE TYPE MXL NO. 1-48 OLD MID—16 MODULE TYPE MXL NO. 1-48
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
2D33 WF DELUGE CT FANS XFRMR TB. 1 NO. 1 MID—16 NO. 1-37 1-200-1 2601 NOT USED N/A N/A N/A
2D34 BLDG 37 WF 1ST & 2ND FLOORS TB. 1 NO. 2 MID—16 NO. 1-37 1-200-2 2G02 NOT USED N/A N/A N/A
2D35 BLDG 37 FCB (2) 1ST FLR E/W TB. 1 NO. 3 MID—16 NO. 1-37 1-200-3 2603 NOT USED N/A N/A N/A
2D36 BLDG 37 FCB (2) 2ND FLR E/W | TB. 1 NO. 4 MID—16 NO. 1-37 1-200—4 2604 NOT USED N/A N/A N/A
2D37 BLDG 35 FCB & SD’S TB. 1 NO. 5 MID—16 NO. 1-37 1-200-5 2605 BLDG 34 RISER VALVES SUPV (2)| TB. 1 NO. 5 MID—16 NO. 2—-37 1-200-21
2D38 BLDG 34 WF 1ST & 2ND FLOORS | TB. 1 NO. 6 MID—16 NO. 1-37 1-200-6 2606 BLDG 34 ISO VALVE SUPV TB. 2 NO. 6 MID-16 NO. 2—-37 1-200-22
2D39 BLDG 34 FCB 1ST & 2ND FLOORS| TB. 1 NO. 7 MID—16 NO. 1-37 1-200-7 2G07 NOT USED N/A N/A N/A
2D40 BLDG 34 SD 1ST & 2ND FLOORS | TB. 1 NO. 8 MID—16 NO. 1-37 1-200-8 2608 NOT USED N/A N/A N/A
2D41 NOT USED N/A N/A N/A 2609 BLDG 37 DELUGE PRES SUPV TB. 2 NO. 1 MID—16 NO. 2—-37 1-200-25
2D42 NOT USED N/A N/A N/A 2610 BLDG 37 T.S. 2.5 TB. 2 NO. 2 MID—16 NO. 2—-37 1-200-26
2D43 NOT USED N/A N/A N/A 2G11 BLDG 37 ISO VLV SUPV 2ND FLR TB. 2 NO. 3 MID-16 NO. 2-37 1-200-27
2D44 NOT USED N/A N/A N/A 2612 BLDG 37 ISO VLV SUPV 1ST FLR | TB. 2 NO. 4 MID—16 NO. 2—-37 1-200-28
2D45 NOT USED N/A N/A N/A 2613 BLDG 37 TS RISER VLV 1FL, 2FL | TB. 2 NO. 5 MID—16 NO. 2—-37 1-200-29
2D46 NOT USED N/A N/A N/A 2614 BLDG 37 SYSTEM 3 TROUBLE TB. 2 NO. 6 MID—16 NO. 2—-37 1—-200-230
2D47 NOT USED N/A N/A N/A 2615 NOT USED N/A N/A N/A
2G16 SMOKE DETECTOR AT “FACP” TB. 2 NO. 8 MID—16 NO. 2-37 1-200-32
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MCG 4/04/05 ADDED NEW MID 2-37 & WIRING FOR MXL.
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